The following Section shall be made a part of the Standard Specifications:
"SECTION SP 150 – EXISTING UTILITIES
SP 150.1 DESCRIPTION
This section shall supplement Subsection 12.3 "PROTECTION OF EXISTING IMPROVEMENTS", of the Standard Specifications and Subsection 2.5 (b), "Utilities, underground", of the General Instructions and Subsection 5.2.21 of the General Conditions, and Section 3.9 "Differing Site Conditions for Construction Projects", of the General Conditions.
SP 150.2 Contractor’s Duty to Coordinate Utility Work
The Contractor shall contact and cooperate with each affected utility owner in order for the work to progress on schedule and without unreasonable disruption of such utility services. If the work calls for permanent utility service installations or corrections to, or modifications of existing utilities, the Contractor is responsible for scheduling and coordinating such work with appropriate utility owners. If the work required by the contract documents conflicts with the instructions, demands, or requirements of a utility owner, the Contractor shall notify the Officer-in-Charge immediately. The Contractor shall furnish the Officer-in-Charge with evidence that the Contractor has provided all relevant utility owners reasonable opportunity to review the drawings.
When the City has a separate agreement with a utility owners for work to be performed within the worksite, the Contractor shall make available all portions of the work and the worksite necessary for the utility owners to do their work.
The Contractor hereby holds the City harmless against all risks arising from acts or omissions of utility owners that damage the work, or create delays, disruptions, and additional cost to the Contractor in the performance of the work. Contract time for the work may be extended on account of acts and omissions of utility owners that delay the work without fault of the Contractor.
The Contractor accepts the risk of differing site conditions and the Contractor accepts the conditions at the construction site as they may eventually be found to exist. Any damages to existing utilities shall be repaired wholly at the contractor’s own cost and expense. If the contracting officer determines that the existing site conditions requires a design change to the project, a price adjustment may be permitted by the contracting officer.
The Contractor may relocate or adjust the utility lines or service connections for its convenience with the permission of the owner of the utility and the Officer-in-Charge at no increase in contract price or contract time.
SP 150.3 Contractor’s Duty to Locate and Protect Utility
A. Before beginning any work at the worksite, the Contractor shall research, ascertain and identify the exact horizontal location and depth of all utilities within the project area where a conflict could occur with the proposed work. The Contractor may probe for utilities at critical locations with approval of the Officer-in-Charge, utilize the One-Call Center system, use electromagnetic locating systems, ground penetrating radar systems, or other utility locating systems, research as-built information from the utility companies/agencies and other development/project plans to obtain the utility information. The location of existing utilities shown on the plans is approximate and does not accurately reflect all the utilities.
B. Within one (1) month after notice-to-proceed or at least two (2) weeks prior to proceeding with any work which may affect utilities, the Contractor shall submit to the Officer-in-Charge in writing, all locations where a conflict between an existing utility and the proposed work exists. Based on the redesign and change in work, a time extension may be granted. No cost claims related to the time extension will be granted. 
C. The Contractor shall acquaint all personnel working near utilities with the type, size, location, and depth of the utilities, as well as the consequences that might result from disturbances. The Contractor shall take reasonable steps to protect the utilities and prevent service disruption.
[bookmark: _GoBack]D. Whenever the Contractor damages a utility or causes any interruption to any utility service, the Contractor shall promptly notify the Officer-in-Charge, the affected utility owner, and the appropriate governmental authorities. The Contractor shall be responsible for the safety and protection of the public and the utility. The Contractor shall cooperate with the affected utility owner, and the appropriate governmental authorities in the restoration of service. The Contractor shall be responsible for all costs associated with its repair and restoration of service at no increase in contract price or contract time. No time extensions will be granted for time delays in coordinating with the utility companies/agency and delays in work being done by the utility companies/agency. Compensation to the utility company/agency for any repair work shall be made directly between the Contractor and the utility company/agency. It is essential that the Contractor thoroughly research and identify all potential conflicting utilities within the one month period of NTP and exercise caution in excavating near utilities.
SP 150.4 DEPARTMENT OF ENVIRONMENTAL SERVICES
The Contractor shall notify the Department of Environmental Services' Collection System Maintenance Division at 768-7272 immediately whenever a sewer facility is damaged. This number is answered 24 hours a day, 7 days a week.
All Contractor-related damages which are knowingly not reported immediately to the Collection System Maintenance Division, and results in sewer backups, spills, and overflow; the Contractor shall be billed for the actual cost of the clean-up by the City, and any subsequent fines imposed upon the City by the Environmental Protection Agency (EPA) and/or State Department of Health will be backcharged to the Contractor.

SP 150.5 HAWAIIAN ELECTRIC COMPANY
A. The Contractor is to exercise extreme caution when the excavation and construction crosses or is in close proximity of underground electrical facilities and maintain adequate clearance for their equipment while working close to and/or under the overhead facilities.
B. The Contractor is to comply with the directions of the State of Hawaii Occupational Safety and Health Law (DOSH).
C. The Contractor is to obtain an excavation permit from HECO Mapping and Records Division, 4th floor, 820 Ward Avenue, two (2) weeks prior to start of construction.
D. For verifying the location of underground duct lines and for assistance in providing proper support and protection of the underground duct lines, the Contractor is to contact HECO Underground Division at 548-7846 a minimum of 72 hours in advance. Should a HECO inspector be required on the job site, call 543-7920.
E. Should it become necessary, any work required to relocate and/or repair HECO facilities except perhaps raising of manholes shall be done by HECO forces. The Contractor shall be responsible for all coordination.
F. The Contractor shall be liable for any damages to HECO'S existing facilities.
G. The Contractor shall report any damages to HECO's facilities to the HECO Trouble Dispatcher at 548-7961.
SP 150.6 HAWAIIAN TELCOM
The Contractor shall call HAWAIIAN TELCOM's Inspection Branch at 546-6960 a minimum of 48 hours prior to adjusting HAWAIIAN TELCOM structures.
Prior to commencing cold planing and reconstruction operations, the Contractor shall verify and locate underground communication lines, including fiber optic lines. The Contractor shall exercise due diligence in toning, locating, and protecting these communication lines. The Contractor shall be responsible for and shall pay for all damages to existing communication lines.
SP 150.7 BOARD OF WATER SUPPLY
A. Unless otherwise specified, all materials and construction of water system facilities and appurtenances shall be in accordance with the Honolulu Board of Water Supply's WATER SYSTEM STANDARDS, Volume 1, and the APPROVED MATERIAL LIST AND STANDARD DETAILS FOR WATER SYSTEM CONSTRUCTION, Volume 2, dated 2002.
B. Prior to any excavating, the Contractor shall verify in the field the location of existing water mains and appurtenances.
C. The Contractor shall notify the Board of Water Supply one week prior to commencing work on the water facilities.
Windward Area - 748-5671
Metropolitan Area – 748-5601
All Other Areas – 748-5611
D. Whenever any brick type water meter box with a cast iron frame and cover to be adjusted is encountered, the following shall apply:
1.	The Contractor shall salvage the frame and cover and deliver them to the Board of Water Supply, Kalihi Yard, at 2442 Kini Place.
2.	The Board of Water Supply will replace the frame and cover, one for one, with a concrete type water meter box.
3.	The Contractor shall install the concrete type meter box to the new sidewalk grade.
4.	Whenever any Type III brick type meter box or bigger is encountered, the Contractor shall furnish the frame and cover.
5.	Any adjustments to the existing water system required during construction to meet requirements of BWS Standards, whether shown on the plans or not, shall be done by the Contractor at no cost to the Board.
SP 150.8 DEPARTMENT OF TRANSPORTATION SERVICES (DTS)/DEPARTMENT OF INFORMATION TECHNOLOGY (DIT)
A. The Contractor shall notify the Traffic Control Branch, Department of Transportation Services at 768-8388, 72 hours prior to any construction within any signalized intersection.
B. Prior to commencing cold planing and reconstruction operations, the Contractor shall verify and locate underground traffic signal and communication lines/conduits, including fiberoptic lines/conduits. The Contractor shall exercise due diligence in toning, locating, and protecting these traffic signal and communication lines/conduits. The Contractor shall be responsible for any and all damages to existing traffic signal and communication lines/conduits, including vehicle detector loops, as a result of the work. All damages shall be repaired by the Contractor at no additional cost to the City.
C. The Contractor shall notify, immediately, any damages to existing traffic signal lines/conduits and loop detectors to the Traffic Control Branch at 564-6101.
SP 150.9 CHARTER COMMUNICATIONS, INC. (aka SPECTRUM)
A. The location of cable television (CATV) facilities shown on the plans are from existing records with varying degrees of accuracy as to its actual fixed location. The Contractor shall use extreme caution when working in close proximity of CATV facilities.
B. For any field assistance or verification of CATV facilities, the Contractor shall call the OSP Engineering Hotline at 625-8570 or send an email to: haw.engineering.research@charter.com.
C. Any work required to relocate CATV facilities shall be done by Charter Communications, Inc. (aka Spectrum), and the Contractor shall be responsible for all coordination requirements and associated applicable costs.
D. Any damage to Charter Communications, Inc.'s (aka Spectrum) facilities shall be reported immediately to Charter Communications, Inc.’s (aka Spectrum) Regional Operation Center (ROC) at 625-8169.
SP 150.10 HAWAII GAS
A. Hawaii Gas gas pipelines in the project area are plastic coated and cathodically protected. The Contractor shall be extremely careful when working near these gas pipelines.
B. Written clearances must be obtained from Hawaii Gas, Maps and Records Department, 515 Kamakee Street, at least five (5) working days prior to starting excavation near these gas pipelines.
C. Since gas line locations on field maps are approximate, the Contractor, after obtaining written clearance, shall call USA North a minimum of two (2) working days before starting excavation to arrange for field location of existing gas pipelines. The telephone number is 1-800-227-2600.
D. The Contractor shall excavate and backfill around gas pipelines in the presence of a representative of Hawaii Gas. All backfill within six (6) inches of any gas pipeline shall be select cushion material approved by Hawaii Gas.
E. For relocation of any gas pipeline, the Contractor shall notify Hawaii Gas five (5) working days before starting work. The Contractor shall provide the necessary excavation and backfill, obtain traffic permits, and restore pavement, sidewalks, and other facilities. Any relocation of gas facilities shall be done by Hawaii Gas and paid for by the Contractor.
F. The Contractor shall notify Hawaii Gas immediately after any damage has been caused to existing gas pipelines, coatings, or its cathodic protection devices. The telephone number is 535-5933, 24 hours a day. The Contractor shall be liable for any damage to Hawaii Gas facilities. Repair work on such damage shall be done by Hawaii Gas with payment for this work to be borne by the Contractor.
G. Minimum vertical and horizontal clearance between the gas pipelines and other pipelines, conduits, ductlines, or other facilities shall be 12 inches. Adequate support and protection for gas pipelines exposed in the trench shall be provided by the Contractor and approved by Hawaii Gas.
H. The Contractor shall work in an expeditious manner in order the keep uncovered gas pipelines exposed for as short a period of time as possible.
I. Post No-Parking signs one (1) week prior to construction in the work area.



SP 150.11 HAWAII-AMERICAN WATER COMPANY

For field assistance or verification of the sewer system facilities in the Hawaii Kai area, the Contractor shall call either Mr. Robert Smith, at 396-8672 Ext. 1 or Mr. Patrick Conland, at 396-8672 Ext. 2.

SP 150.12 MEASUREMENT AND PAYMENT

The Officer-in-Charge will not measure coordinating, locating, and protecting existing utilities for payment.  The Officer-in-Charge will not pay for coordinating, locating, and protecting existing utilities separately and will consider the cost for coordinating, locating, and protecting existing utilities as included in the contract prices for the various contract pay items.  The cost is for the work prescribed in this section and the contract documents."
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