2" N.D. Galv. Pipe
Stand w/Cap ,

2’ G.I. Cap (Tack Welded to Pipe)

Hose Bibb

Backflow Preventer with
Breakaway Set Screw

(Paint 2 Coats ”
Yellow Metal Paint)/

1 ’—6"

Stainless Steel Metal Strap

3/4” G.l. Pipe
/Stop Cock
/Stainless Steel Metal Strap
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